ystic Air Quality Consultants, Inc.

1204 North Road Groton, Connecticut 06340
www.HIysticair.com magqe2@ol.com 800 247-7746

March 25, 2014

Michiel Wackers

City of Middletown
245 deKoven Drive
Middletown, CT 06457

Re: Pre-Renovation Asbestos Survey and Lead-in-Paint Screening (3/12/14)
15 Pleasant Street; Middletown, CT

Dear Michiel:

As requested, Mystic Air Quality Consultants, Inc. conducted an asbestos survey of accessible
areas prior to renovation at the address above on March 12, 2014, This survey was conducted by
Nicholas Carafeno, Connecticut State licensed asbestos inspectors (license #000249), to determine the
presence of asbestos-containing materials. The samples were analyzed by polarized light microscopy
at Environmental Hazards Services (NVLAP # 101882-0) in Virginia.

In addition to the asbestos survey, a lead in paint screening of painted surfaces using a calibrated
Niton XRF Spectrum Analyzer was conducted at the location noted above. The testing involved
placing a calibrated X-ray fluorescence analyzer against representative painted surfaces to measure the
concentration of lead in the paint at that location. The analyzer measures a square centimeter of
surface area. Consequently, in each room one of each component was tested and the results are to
be extrapolated to each like component in that room. Should there be more than 1 milligram of
lead (0.9 mg/cm? to allow for equipment variation) detected in that location, the surface is considered
by State law to be lead painted. Lead-painted surfaces are considered toxic to children under the age

of six and to women who are pregnant.
Summary of the Asbestos Findings-

Upon testing by polarized light microscopy, the following materials were found to be
asbestos containing:

Sample #s Material/Location Estimated Affected Area
19-21 Transite/Basement —on door 10 sq. ft.
22-24 Flashing Tar/Roofs —gutter system 1,500 sq. ft.
28,31,32 Rolled Roofing/Main & Back Roof All

90-92 12x12 White-Green Floor Tile/2™ Fir Bathroom —right side (bottom layer) 200 sq. ft.
129-131 12x12 Brown-White Streaked Floor Tile/Apartment 35 300 sq. ft.
158-160 12x12 Yellow Floor Tile/Apartment 15 —(bottom layer) 600 sq. ft.
164-166 Ceiling Texture/Apartment 16 & 28 500 sq. ft.

Mystic Air Quality is an AIHA Accredited Lab FAX: 860 449 8860




lystic Air Quality Consultants, Inc.
1204 North Road, Groton, Connecticut 06340

www.rysiicair.com maqe2@aol.com 800 247-7746
Sample #s Material/Location Estimated Affected Area
ACM Back Splash & Glue/Throughout Building All
ACM Wall Panel Glue/Throughout Building All
ACM Ceiling Texture/Apartment 24 —living room All
ACM Sink Coatings/Throughout All sinks

Inspector Noted: There was no testing of wall panels, back splashes, ceilings above ceilings, and
wall interiors. There was no destructive testing because these areas were occupied and/or in use.
Limited re-entry to some areas might affect the quantities.

Non-asbestos containing material

The roster of suspect materials (Enclosure 3), lists the materials tested. Those that are not already
referred to as asbestos containing or assumed asbestos, can be categorized as non-asbestos containing

materials.

Implications of the findings

As required by state and federal regulations prior to renovation or demolition, any asbestos-
containing materials listed above that could be disturbed by a renovation, will need to be removed by
a licensed asbestos abatement contractor employing trained and certified personnel who follow all
pertinent asbestos abatement regulations.

Limitations of the Asbestos survey

This survey and report only deal with accessible areas of the building. Additionally, there may be
other non-accessible materials above ceilings, behind walls, and below floors that become evident
during your renovation activity. Should the requisite EPA/OSHA competent person working for the
contractor discover such materials they will need to be tested for asbestos content so determinations of

their abatement and disposal (if required) can be made.

Summary of Lead-In-Paint Screening-

The results of the testing have determined that all painted surfaces are considered to be
lead painted. See Enclosure (6) for the lead screening results.

OSHA and lead in construction

In addition there are requirements concerning employee exposure to lead in the workplace that
apply to this property (OSHA lead standard 1926.62). Essentially these are federal OSHA standards
that contractors you might hire to do renovations, repairs, remodeling/demolition are required to

follow.

Mystic Air Quality is an AIHA Accredited Lab FAX: 860 449 8860




ystic Air Quality Consultants, Inc.
1204 North Road, Groton, Connecticut 06340

WWW.HIYSTiCUir.COm mage2@aol.com 800 247-7746

Regardless of the test results, please note that OSHA does not consider lead-in-construction pre-
testing of paint in place as indicative of exposure potential because certain types of work procedures
can actually release harmful levels of lead by separating it from the paint and making it airborne as
dust, Activities such as dry scraping, sanding or abrading painted surfaces are typical workplace
procedures that can create this situation.

Sincerely,

(%WZ‘EM{JJ"/
ChHriStopher J. Eident CIH, CSP, RS
CEO

Enclosure 1- Asbestos Lab Results

Enclosure 2- Chain of Custody

Enclosure 3- Roster of Suspect Materials

Enclosure 4- Diagrams of Propetty

Enclosure 5- XRF Lead-in-Paint Screening Explanation
Enclosure 6- Inspector’s Lead Screening Results
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Asbestos Bulk

Laboratories” :
Analysis Report

Environmental Hazards Services, L.L.C.

7469 Whitepine Rd
Richmond, VA 23237
Telephone: 800.347.4010 Report Number: 14-03-01579
Client: Mystic Air Quality Consultants Received Date:  03/14/2014
1204 North Road Rt. 117 Analyzed Date: 03/18/2014, 03/19/2014
Groton, CT 06340 Reported Date: 03/19/2014

Project/Test Address: 15 Pleasant St.; Middletown, CT

Client Number: Fax Number:
07-2564 L d bO ratO ry Re Su |tS 860-449-8860
Lab Sample Client Sample Layer Type Lab Gross Description Asbestos Other
Number Number Materials
14-03-01579-001 1 Tan Brittle; Homogeneous NAD 100% Non-Fibrous
14-03-01579-002 2 Tan Brittle; Homogeneous NAD 100% Non-Fibrous
14-03-01579-003 3 ' Tan Brittle; Homogeneous NAD 100% Non-Fibrous
14-03-01579-004 4 White Adhesive; White NAD 100% Non-Fibrous
Paint-Like;
inhomogeneous
14-03-01579-005 5 White Adhesive; White NAD 100% Non-Fibrous
Paint-Like;
inhomogeneous
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Environmental Hazards Services, L.L.C

Client Number: 07-2564 Report Number: 14-03-01579
Project/Test Address: 15 Pleasant St.; Middletown, CT ‘

Lab Sample Client Sample Layer Type  Lab Gross Description  Asbestos Other
Number Number Materials

14-03-01579-006 6 White Adhesive; White NAD 100% Non-Fibrous
Paint-Like;
Inhomogeneous

14-03-01579-007 7 White Adhesive; White NAD 100% Non-Fibrous
Paint-Like;
inhomogeneous

14-03-01579-008 8 Tan Brittle; White NAD 100% Non-Fibrous
Paint-Like;
Inhomogeneous

14-03-01579-009 9 Tan Brittle; White NAD 100% Non-Fibrous
Paint-Like;
Inhomogeneous

14-03-01579-010 10 Tan Brittle; Homogeneous NAD 100% Non-Fibrous

14-03-01579-011 11 Tan Brittle; Homogeneous NAD 100% Non-Fibrous

14-03-01579-012 12 Tan Brittle; Homogeneous NAD 100% Non-Fibrous

14-03-01579-013 13 Gray Brittle; NAD 100% Non-Fibrous
Homogeneous

Page 2 of 22
ENCLOSURE | PAGE ). OF 27



Environmental Hazards Services, L.L.C
Client Number: 07-2564 Report Number: 14-03-01579
Project/Test Address: 15 Pleasant St.; Middletown, CT

Lab Sample Client Sample Layer Type  Lab Gross Description  Asbestos Other
Number Number Materials
14-03-01579-014 14 Tan Brittle; Homogeneous NAD 100% Non-Fibrous
14-03-01579-015 16 Tan Brittie; Homogeneous NAD 100% Non-Fibrous
14-03-01579-016 16 Gray Powder; Brown NAD 20% Cellulose

3% Fibrous Glass

Fibrous; Inhomogeneous
77% Non-Fibrous

14-03-01579-017 17 Gray Powder, Brown NAD 20% Cellulose

Fibrous; Inhomogeneous 3% Fibrous Glass
77% Non-Fibrous

14-03-01579-018 18 Gray Granular, NAD 100% Non-Fibrous
Homogeneous

14-03-01579-019 19 Gray Cementitious, 20% Chrysotile 80% Non-Fibrous
Homogeneous

Total Ashestos: 20%

14-03-01579-020 20 Did Not Analyze (Positive Stop)
14-03-01579-021 21 Did Not Analyze (Positive Stop)
14-03-01579-022 22 Black Tar-Like; 6% Chrysotile 2% Cellulose

Homogeneous 92% Non-Fibrous

Total Ashestos: 6%
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Environmental Hazards Services, L.L.C

Client Number: 07-2564 Report Number:  14-03-01579
Project/Test Address: 15 Pleasant St Middletown, CT

Lab Sample Client Sample Layer Type  Lab Gross Description  Asbestos Other
Number Number Materials
14-03-01579-023 23 Did Not Analyze (Positive Stop)
14-03-015679-024 24 Did Not Analyze (Positive Stop)
14-03-01579-025 25 Black Fibrous; NAD 95% Cellulose
Homogeneous 5% Non-Fibrous

14-03-01579-026 26 Black Fibrous; NAD 95% Cellulose
Homogeneous 5% Non-Fibrous

14-03-01579-027 27 Black Fibrous; NAD 95% Cellulose
Homogeneous 5% Non-Fibrous

14-03-01579-028 28 Black Tar-Like; 5% Chrysotile 22% Cellulose
Homogeneous 73% Non-Fibrous

Total Asbestos: 5%

14-03-01579-029 29 Black Tar-Like; NAD 23% Cellulose
Homogeneous 77% Non-Fibrous

14-03-01579-030 30 Black Tar-Like; Tan NAD 23% Cellulose
Granular; Inhomogeneous 77% Non-Fibrous

14-03-01579-031 31 Black Tar-Like; Gray 2% Chrysotile 23% Cellulose
Granular; Inhomogeneous 75% Non-Fibrous

Total Asbestos: 2%

Chrysotile asbestos is present in the tar.
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Environmental Hazards Services, L.L.C

Client Number: 07-2564 Report Number:  14-03-01579
Project/Test Address: 15 Pleasant St.; Middletown, CT
Lab Sample Client Sample Layer Type  Lab Gross Description  Asbestos Other
Number Number ‘ Materials

14-03-01579-032

32

Black Tar-Like; Gray
Granular; Inhomogeneous

2% Chrysotile

23% Cellulose
75% Non-Fibrous

Total Asbestos: 2%

Chrysotile asbestos is present in the tar.

14-03-01579-033 33 Black Tar-Like; Gray NAD 14% Fibrous Glass
Granular; Inhomogeneous 86% Non-Fibrous

14-03-01579-034 34 Black Tar-Like; Gray NAD 14% Fibrous Glass
Granular; Inhomogeneous 86% Non-Fibrous

14-03-01579-035 35 Black Tar-Like; Gray NAD 14% Fibrous Glass
Granular; Inhomogeneous 86% Non-Fibrous

14-03-01579-036 36 White Powder; Brown NAD 20% Cellulose
Fibrous; White Paint-Like; 80% Non-Fibrous
inhomogeneous

14-03-01579-037 37 White Powder; Brown NAD 20% Cellulose
Fibrous; White Granular; 80% Non-Fibrous
Tan Paint-Like;
Inhomogeneous

14-03-01579-038 38 White Powder; Brown NAD 20% Cellulose

Fibrous; Inhomogeneous

1% Fibrous Glass
79% Non-Fibrous
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Environmental Hazards Services, L.L.C

Client Number: 07-2564 Report Number: 14-03-01579
Project/Test Address: 15 Pleasant St.; Middletown, CT

Lab Sample Client Sample Layer Type  Lab Gross Description  Asbestos Other
Number Number Materials

14-03-01579-039 39 White Powder; Brown NAD 20% Cellulose
Fibrous; White Paint-Like; 80% Non-Fibrous
Inhomogeneous

14-03-01579-040 40 White Powder; Brown Trace <1% Chrysotile 20% Cellulose
Fibrous; Tan Granular, 80% Non-Fibrous
Tan Paint-Like;
Inhomogeneous

Total Asbestos: Trace <1%

2% Chrysotile asbestos is present in the joint compound-like material.

14-03-01579-041 41 White Powder; Brown NAD 12% Cellulose
Fibrous; White Granular; 88% Non-Fibrous
Tan Paint-Like;
inhomogeneous

14-03-01579-042 42 Gray/White Granular; NAD 1% Cellulose
Inhomogeneous 99% Non-Fibrous

14-03-01579-043 43 Gray/White Granular, NAD 1% Cellulose
Inhomogeneous 99% Non-Fibrous
14-03-01579-044 44 White Granular; NAD 100% Non-Fibrous
v Homogeneous
14-03-01579-045 45 Gray/White Granular, NAD 100% Non-Fibrous
inhomogeneous
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Environmental Hazards Services, L.L.C

Client Number: 07-2564 Report Number: 14-03-01579
Project/Test Address: 15 Pleasant St.; Middletown, CT

Lab Sample Client Sample Layer Type  Lab Gross Description  Asbestos Other
Number Number Materials
14-03-01579-046 46 Gray Granular; NAD 1% Cellulose
Homogeneous 99% Non-Fibrous
14-03-01579-047 48 Gray/White Granular; NAD 1% Cellulose
Inhomogeneous 99% Non-Fibrous
14-03-01579-048 49 White Chalky; Brown NAD 20% Cellulose

2% Fibrous Glass

Fibrous; Inhomogeneous
78% Non-Fibrous

14-03-01579-049 50 White Chalky; Brown NAD 20% Cellulose

Fibrous; Inhomogeneous 2% Fibrous Glass
78% Non-Fibrous

14-03-01579-050 51 Gray Chalky; Brown NAD 20% Cellulose

Fibrous; Inhomogeneous 2% Fibrous Glass
78% Non-Fibrous

20% Cellulose
2% Fibrous Glass
78% Non-Fibrous

14-03-01579-051 52 Gray Chalky; Brown NAD
Fibrous; Inhomogeneous

20% Cellulose
2% Fibrous Glass
78% Non-Fibrous

14-03-01579-052 53 Gray Chalky; Brown NAD
Fibrous; Inhomogeneous
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Environmental Hazards Services, L.L.C

Client Number: 07-2564 Report Number: 14-03-01579
Project/Test Address: 15 Pleasant St.; Middletown, CT

Lab Sample Client Sample Layer Type  Lab Gross Description  Asbestos Other
Number Number Materials
14-03-01679-053 54 Gray Granular; Brown NAD 15% Cellulose
Fibrous; White Paint-Like; 85% Non-Fibrous
Inhomogeneous
14-03-01579-054 55 Gray Granular; NAD 5% Hair
Homogeneous 95% Non-Fibrous

14-03-01579-055 56 Gray Granular, White NAD 6% Hair
Brittle; Paint-Like; 94% Non-Fibrous
Inhomogeneous

14-03-01579-056 57 Gray Granular; NAD 3% Hair
Homogeneous 97% Non-Fibrous

14-03-01579-0567 58 Gray Granular; NAD 3% Hair
Homogeneous 97% Non-Fibrous

14-03-01579-058 59 Gray Granular; NAD 3% Hair
Homogeneous 97% Non-Fibrous

14-03-01579-059 60 Brown Viny!; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-060 61 Brown Vinyl; NAD 100% Non-Fibrous
Homogeneous
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Environmental Hazards Services, L.L.C

Client Number: 07-2564 Report Number: 14-03-01579
Project/Test Address: 15 Pleasant St.; Middletown, CT

Lab Sample Client Sample Layer Type  Lab Gross Description  Asbestos Other
Number Number Materials

14-03-01579-061 62 Brown Vinyl; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-062 63 Brown/Cream Vinyl; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-063 64 Brown/Cream Vinyl; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-064 65 Brown/Cream Vinyl; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-065 66 Cream Vinyl; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-066 67 Off-White Vinyl, NAD 100% Non-Fibrous
Homogeneous

14-03-01579-067 68 Off-White Vinyl; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-068 69 Off-White Vinyl; NAD 100% Non-Fibrous
Homogeneous
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Environmental Hazards Services, L.L.C

Client Number: 07-2564 Report Number: 14-03-01579
Project/Test Address: 15 Pleasant St.; Middletown, CT

Lab Sample Client Sample Layer Type  Lab Gross Description  Asbestos Other
Number Number Materials

14-03-01579-069 70 Brown Vinyl; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-070 71 Brown Vinyl; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-071 72 Brown Vinyl; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-072 73 Brown Vinyl; NAD 2% Cellulose
Homogeneous 98% Non-Fibrous

14-03-01579-073 74 Gray/White Fibrous; NAD 55% Cellulose
Inhomogeneous 35% Fibrous Glass

10% Non-Fibrous

14-03-01579-074 75 Gray/White Fibrous; NAD 55% Cellulose
Inhomogeneous 35% Fibrous Glass

10% Non-Fibrous

14-03-01579-075 76 Gray/White Fibrous; NAD 55% Cellulose
Inhomogeneous 35% Fibrous Glass

10% Non-Fibrous

14-03-01579-076 77 Gray Vinyl; Homogeneous NAD 100% Non-Fibrous
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Environmental Hazards Services, L.L.C

Client Number: 07-2564 Report Number: 14-03-01579
Project/Test Address: 15 Pleasant St.; Middietown, CT

Lab Sample Client Sample Layer Type  Lab Gross Description  Asbestos Other
Number Number Materials
14-03-01579-077 78 Tan Vinyl; Homogeneous ~ NAD 100% Non-Fibrous
14-03-01579-078 79 Tan Vinyl; Homogeneous  NAD 100% Non-Fibrous
14-03-01579-079 80 Tan Vinyl, Homogeneous  NAD 190% Non-Fibrous
14-03-01579-080 81 Gray Vinyl, Homogeneous NAD 100% Non-Fibrous
14-03-01579-081 82 Tan Vinyl; Homogeneous ~ NAD 100% Non-Fibrous
14-03-01579-082 83 Gray Vinyl; Homogeneous NAD 100% Non-Fibrous
14-03-01579-083 84 Tan Vinyl; Homogeneous ~ NAD 100% Non-Fibrous
14-03-01579-084 85 Tan Vinyl; Homogeneous  NAD 100% Non-Fibrous
14-03-01579-085 86 Tan Vinyl; Homogeneous  NAD 100% Non-Fibrous
14-03-01579-086 87 Beige Vinyl; NAD 100% Non-Fibrous
Homogeneous
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Environmental Hazards Services, L.LC

Client Number: 07-2564 Report Number: 14-03-01579
Project/Test Address: 15 Pleasant St.; Middletown, CT

Lab Sample Client Sample Layer Type  Lab Gross Description  Asbestos Other
Number Number Materials
14-03-01579-087 88 Tan Vinyl; Gray Fibrous; ~ NAD 25% Cellulose
fnhomogeneous 5% Fibrous Glass
70% Non-Fibrous
14-03-01579-088 89 Gray Vinyl; Homogeneous NAD 2% Synthetic
98% Non-Fibrous
14-03-01579-089 90 Beige/Green Vinyl; NAD 100% Non-Fibrous
Homogeneous
14-03-01579-090 9 Tan Vinyl; Homogeneous 3% Chrysotile 97% Non-Fibrous

Total Asbestos: 3%

14-03-01579-091 92 Did Not Analyze (Positive Stop)

14-03-01579-092 93 Beige Viny!, NAD 100% Non-Fibrous
Homogeneous

14-03-01579-093 94 Beige Vinyl; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-094 95 Beige Vinyl, NAD 100% Non-Fibrous
Homogeneous
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Environmental Hazards Services, L.L.C

Client Number: 07-2564 Report Number: 14-03-01579
Project/Test Address: 15 Pleasant St.; Middletown, CT
Lab Sample Client Sample Layer Type  Lab Gross Description  Asbestos Other
Number Number Materials
14-03-01579-085 96 Brown Fibrous; NAD 85% Cellulose
Homogeneous 15% Non-Fibrous
14-03-01579-096 97 Brown Fibrous; NAD 85% Cellulose
Homogeneous 15% Non-Fibrous
14-03-01579-097 98 Brown Fibrous; NAD 85% Cellulose
Homogeneous 15% Non-Fibrous
14-03-01579-098 99 White Paint-Like; Gray NAD 55% Cellulose
Fibrous; Inhomogeneous 25% Fibrous Glass
20% Non-Fibrous
14-03-01579-099 100 White Paint-Like; Gray NAD 55% Cellulose
Fibrous; Inhomogeneous 25% Fibrous Glass
20% Non-Fibrous
14-03-01579-100 101 White Paint-Like; Gray NAD 55% Cellulose
Fibrous; Inhomogeneous 25% Fibrous Glass
20% Non-Fibrous
14-03-01579-101 102 Brown Vinyl; Fibrous; NAD 40% Cellulose
Inhomogeneous 60% Non-Fibrous
14-03-01579-102 103 Tan Vinyl; Homogeneous  NAD 2% Synthetic

98% Non-Fibrous
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Environmental Hazards Services, L.L.C

Client Number: 07-2564 Report Number: 14-03-01579
Project/Test Address: 15 Pleasant St.; Middietown, CT

Lab Sample Client Sample Layer Type  Lab Gross Description  Asbestos Other
Number Number Materials
14-03-01679-103 104 Tan Vinyl; Homogeneous NAD 2% Synthetic

98% Non-Fibrous

14-03-01579-104 106 Tan Vinyl; Homogeneous NAD 2% Synthetic
98% Non-Fibrous

14-03-01579-105 106 Brown Vinyl; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-106 107 Brown Vinyl; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-107 108 Brown Vinyl; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-108 109 White Paint-Like; Gray NAD 60% Cellulose

20% Fibrous Glass

Fibrous; Inhomogeneous
20% Non-Fibrous

14-03-01579-109 110 White Paint-Like; Gray NAD 60% Cellulose

Fibrous; Inhomogeneous 20% Fibrous Glass
20% Non-Fibrous

14-03-01579-110 111 White Paint-Like; Gray NAD 60% Cellulose

Fibrous; Inhomogeneous 20% Fibrous Glass
20% Non-Fibrous
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Environmental Hazards Services, L.L.C

Client Number: 07-2564 Report Number: 14-03-01579
Project/Test Address: 15 Pleasant St.; Middletown, CT

Lab Sample Client Sample Layer Type  Lab Gross Description  Asbestos Other
Number Number Materials
14-03-01579-111 112 Tan/Brown Vinyl; NAD 3% Synthetic
Homogeneous 97% Non-Fibrous
14-03-01579-112 113 Tan/Brown Vinyl; NAD 3% Synthetic
Homogeneous 97% Non-Fibrous
14-03-01579-113 114 Tan/Brown Vinyl; NAD 3% Synthetic
Homogeneous 97% Non-Fibrous
14-03-01579-114 115 Tan Vinyl; Homogeneous  NAD 2% Synthetic
98% Non-Fibrous
14-03-01579-115 116 Tan Vinyl; Homogeneous NAD 2% Synthetic
. 98% Non-Fibrous
14-03-01579-116 117 White/Orange Vinyl; NAD 2% Synthetic
Homogeneous 98% Non-Fibrous
14-03-01579-117 118 Brown/Tan Vinyl; NAD 100% Non-Fibrous
Homogeneous
14-03-01679-118 119 Brown/Tan Vinyl; NAD 100% Non-Fibrous
Homogeneous
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Environmental Hazards Services, LLC

Client Number: 07-2564 Report Number: 14-03-01579
Project/Test Address: 15 Pleasant St.; Middletown, CT
Lab Sample Client Sample Layer Type  Lab Gross Description  Asbestos Other
Number Number Materials

14-03-01579-119 120 Brown/Tan Vinyl; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-120 121 Tan Vinyl; Homogeneous NAD 100% Non-Fibrous

14-03-01579-121 122 Tan Vinyl; Homogeneous NAD 100% Non-Fibrous

14-03-01579-122 123 Tan Vinyl; Homogeneous NAD 100% Non-Fibrous

14-03-01579-123 124 Orange Vinyl; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-124 125 Orange Vinyl; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-125 126 Orange Vinyl; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-126 127 Tan Vinyl; Homogeneous NAD 100% Non-Fibrous

14-03-01579-127 128 Tan Vinyl; Homogeneous NAD 100% Non-Fibrous

-
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Environmental Hazards Services, L.L.C

Client Number: 07-2564 Report Number: 14-03-01579
Project/Test Address: 15 Pleasant St.; Middletown, CT

Lab Sample Client Sample Layer Type  Lab Gross Description  Asbestos Other
Number Number Materials
14-03-01579-128 129 Brown Viny}; 2% Chrysotile 98% Non-Fibrous
Homogeneous

Total Asbestos: 2%

14-03-01579-129 130 Did Not Analyze (Positive Stop)
14-03-01579-130 131 Did Not Analyze (Positive Stop)
14-03-01679-131 132 Tan Vinyl; Homogeneous  NAD 100% Non-Fibrous
14-03-015679-132 133 Tan Vinyl; Homogeneous  NAD 100% Non-Fibrous
14-03-01579-133 134 Tan Vinyl; Homogeneous = NAD 100% Non-Fibrous
14-03-01579-134 135 Gray Fibrous; NAD 65% Cellulose

5% Fibrous Glass

Homogeneous
30% Non-Fibrous
14-03-015679-135 136 Gray Fibrous; NAD 65% Cellulose
Homogeneous 5% Fibrous Glass
30% Non-Fibrous
14-03-01579-136 137 Gray Fibrous; NAD 65% Celiulose
Homogeneous 5% Fibrous Glass

30% Non-Fibrous
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Environmental Hazards Services, L.L.C

Client Number: 07-2564 Report Number: 14-03-01579
Project/Test Address: 15 Pleasant St.; Middletown, CT

Lab Sample Client Sample Layer Type  Lab Gross Description  Asbestos Other
Number Number Materials
14-03-01579-137 138 Tan Vinyl; Homogeneous  NAD 100% Non-Fibrous
14-03-01579-138 139 Tan Vinyl; Homogeneous ~ NAD 100% Non-Fibrous
14-03-01579-139 140 Tan Vinyl; Homogeneous  NAD 100% Non-Fibrous
14-03-01579-140 141 Tan Vinyl; Homogeneous  NAD 100% Non-Fibrous
14-03-01579-141 142 Tan Vinyl; Homogeneous  NAD 100% Non-Fibrous
14-03-01579-142 143 Tan Vinyl; Homogeneous  NAD 100% Non-Fibrous
14-03-01579-143 144 Tan Vinyl; Homogeneous  NAD 100% Non-Fibrous
14-03-01579-144 145 Tan Vinyl; Homogeneous  NAD 100% Non-Fibrous
14-03-01579-145 146 Tan Vinyl; Homogeneous  NAD 100% Non-Fibrous
14-03-01579-146 147 Tan Vinyl; Homogeneous  NAD 100% Non-Fibrous
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Environmental Hazards Services, L.L.C

Client Number: 07-2564 Report Number: 14-03-01579
Project/Test Address: 15 Pleasant St.; Middletown, CT

Lab Sample Client Sample Layer Type  Lab Gross Description  Asbestos Other
Number Number Materials
14-03-01579-147 148 Tan Vinyl; Homogeneous = NAD 100% Non-Fibrous
14-03-01579-148 149 Tan Vinyl; Homogeneous = NAD 100% Non-Fibrous
14-03-01579-149 150 Tan Vinyl; Homogeneous  NAD 100% Non-Fibrous
14-03-01579-150 151 Tan Vinyl; Homogeneous NAD 3% Synthetic

97% Non-Fibrous

14-03-01579-151 152 Tan Vinyl; Homogeneous  NAD 3% Synthetic
97% Non-Fibrous

14-03-01579-162 163 Tan Vinyl; Homogeneous  NAD 3% Synthetic
97% Non-Fibrous

14-03-01579-153 154 White Paint-Like; Gray NAD 40% Cellulose

i * Inhomogeneous 50% Fibrous Glass
Fibrous; {nhomog 10% Non-Fibrous

14-03-01579-154 155 White Paint-Like; Gray NAD 40% Cellulose

Fibrous; Inhomogeneous 50% Fibrous Glass
foro & 9 10% Non-Fibrous
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Environmental Hazards Services, L.L.C

Client Number: 07-2564 Report Number: 14-03-01579
Project/Test Address: 15 Pleasant St.; Middletown, CT

Lab Sample Client Sample Layer Type  Lab Gross Description  Asbestos Other
Number Number Materials
14-03-01579-165 156 White Paint-Like; Gray NAD 40% Cellulose

50% Fibrous Glass

Fibrous; Inhomogeneous
10% Non-Fibrous

14-03-01579-156 157 Tan/Brown Vinyl; Black NAD 55% Cellulose
Tar-Like Fibrous; 5% Hair
Inhomogeneous 40% Non-Fibrous

14-03-01579-157 158 Yellow Vinyl; 2% Chrysotile 98% Non-Fibrous
Homogeneous

Total Asbhestos: 2%

14-03-01579-158 159 Did Not Analyze (Positive Stop)

14-03-01579-169 160 Did Not Analyze (Positive Stop)

14-03-01579-160 161 Blue/Brown Vinyl; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-161 162 Blue/Brown Vinyl; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-162 163 Blue/Brown Vinyt; NAD 100% Non-Fibrous
Homogeneous
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Environmental Hazards Services, L.L.C

Client Number: 07-2564 Report Number: 14-03-01579
Project/Test Address: 15 Pleasant St.; Middletown, CT

Lab Sample Client Sample Layer Type  Lab Gross Description  Asbestos Other
Number Number Materials
14-03-01579-163 164 Tan Granular, 2% Chrysotile 98% Non-Fibrous
Homogeneous

Total Asbestos: 2%

14-03-01579-164 165 Did Not Analyze (Positive Stop)
14-03-01579-165 166 Did Not Analyze (Positive Stop)
14-03-01579-166 167 Tan Paint-Like; Brown NAD 90% Cellulose

Fibrous; inhomogeneous 10% Non-Fibrous

14-03-01579-167 168 Tan Paint-Like; Brown NAD 90% Cellulose
Fibrous; Inhomogeneous 10% Non-Fibrous

14-03-01579-168 169 Tan Paint-Like; Brown NAD 90% Cellulose
Fibrous; Inhomogeneous 10% Non-Fibrous

14-03-01579-169 170 Brown Vinyl; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-170 171 Brown Vinyt; NAD 100% Non-Fibrous
Homogeneous

14-03-01579-171 172 Brown Vinyl; NAD 100% Non-Fibrous
Homogeneous
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: Environmental Hazards Services, L.L.C
Client Number: 07-2564 Report Number: 14-03-01579
Project/Test Address: 15 Pleasant St.; Middletown, CT

Lab Sample Client Sample Layer Type  Lab Gross Description  Asbestos Other
Number Number Materials
QC Sample: 57-M22004-3, 7-M1-1991-3, 58-M22004-4
QC Biank: SRM 1866 Fiberglass

Reporting Limit: 1% Asbestos

Method: EPA Method 600/R-93/116, EPA Method 600/M4-82-020 —
Analyst: Christian H. Schaible, Araceli W E
Enzler, Kathy Sizemore

Fletcher, Sami Hosn Reviewed By Authorized Signatory:

Tasha Eaddy
QA/QC Clerk

The condition of the samples analyzed was acceptable upon receipt per laboratory protocol unless otherwise noted on this report. Each distinct
component in an inhomogeneous sample was analyzed separately and reported as a composite. Results represent the analysis of samples submitted
by the client. Sample location, description, area, volume, etc., was provided by the client. This report cannot be used by the client to claim product
endorsement by NVLAP or any agency of the U.S. Government. This report shall not be reproduced except in full, without the written consent of the
Environmental Hazards Service, L.L.C. California Certification #2319 NY ELAP #11714 NVLAP #101882-0. All information concerning sampling
location, date, and time can be found on Chain-of-Custody. Environmenta! Hazards Services, L.L.C. does not perform any sample collection.

Environmental Hazards Services, L.L.C. recommends reanalysis by point count (for more accurate quantification) or Transmission Electron Microscopy
(TEM), (for enhanced detection capabilities) for materials regulated by EPA NESHAP (National Emission Standards for Hazardous Air Pollutants) and
found to contain less than ten percent (<10%) asbestos by polarized light microscopy (PLM). Both services are available for an additional fee.

400 Point Count Analysis, where noted, performed per EPA‘ Method 600/R-93/116 with a Reporting Limit of 0.25%.

* All California samples analyzed by Polarized Light Microscopy, EPA Method 600/M4-82-020, Dec. 1982.

LEGEND: NAD = no asbestos detected
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1204 North Road (Rt. 117) Groton, Connecticut 06340

Information on Lead Testing

Lead-Based Paint Survey
Testing Equipment: Niton XL 309-U311285

For the lead based paint survey, measurements were taken with a calibrated XRF
(X-ray Fluorescence) Spectrum Analyzer, using the State of Connecticut testing protocol
for spectrum analyzers. Measurements were taken in each area of at least one accessible
painted wall, ceiling, window, door, baseboard, and any other painted surface (except
factory painted metal surfaces in good condition).

Locations of these areas is indicated alphabetically, with (A) being the street side
of the building and/or room, and (B), (C) and (D) respectively following in a clockwise
direction,

If the accompanying report sheets have more than one measurement listed per
substrate, the last measurement is the definitive one for that surface.

Measurements at or above 0.9 mg/cm2 are considered to be lead paint.

860) 449-8903 FAX: (860) 449-8860 foll Free: 1 (800) 247-7746
ConailmaceR ool Enclosure ‘7 Page ’ Of27
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Limitations and Uses of Inspection Data

This inspection for lead base painted surfaces is a “representative areas’ survey as
indicated on page 1 of this enclosure.

Limitations of this report

This report does not make any claims about the surfaces in the structure that are
of the same type of material, but which were not themselves tested.

As a specific example of this limitation, if only one window in a room were
tested, its results can not be presumed to be applicable to other windows in that (or any
other) room. If any assumptions are to be made from the results of this report, they
would have to be made in favor of treating an area as if it were lead-base painted (in a
“universal precaution” approach).

Use of this report

This report can not be used as a lead abatement or management plan.

The data in this report could only become part of a lead abatement or management
plan if it were to be augmented by

(a) assumptions that all non-tested areas were lead based

or
(b) with additional testing to determine each specific area as it will be

addressed in the lead abatement or management plan.

Next step for lead based paint

Subsequent steps to this “representative areas” inspection include creation of a
written lead abatement plan, or a lead management plan, in cases where lead
based paint was detected and the authority initiating the inspection considers the
presence of lead based paint cause for instituting an abatement and/or
management activity.

Office: (660) 449-3903 FAX: (860) 449-8860 roll Free: 1 (800) 247-/746
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Mystic Air Quality Consultants, Inc.

1204 North Road (Rt. 11 7) Groton, Connecticut 06340

used to designate information about the use of the lead
testing meter, the condition of paint, condition of _
substrates, types of substrates {surfaces under the paint),
and types of surfaces (parts of +the building).

Use of the Testindg Meter

Another page in this report explains which lead testing
device and methodology were used in this SURVEY.

On the testing pages from the SURVEY, there will be an
indication of how long the meter was left on the surface
being tested to acquire a reading. Thesa different time
periods are réfered to as "testing modes® and shown as:

S = Screening Mode (Lasts 15 seconds
T = Test Mode "(Lasts 60 seconds
C = Confirmation Mode Lasts 240 seconds)

Condition of Paint and Substrate

The condition in which the inspector finds the paint or the
material that is painted is recorded on the lead SURVEY
data pages and referenced in the reéport summary.

I = Intact This means the paint and/or the substrate
is in good condition.
D = Defective <This means the paint and/or the substrate
© 1s not in good repair and is either flaking,
peeling, chipping,‘chalking, cracked or
broken. :

Types of Substrates (Surface material under the paint)

To the best of his or her ability, without disturbing
surfaces, the inspector notes what building materials
comprise the surfaces tested.

W = Wood T = Tile

G = Gypsum Board : M = Metal

P = Plaster B = Brick

c = Concrete/Cementitious S = Stone
PA = Paneling U = Unknown
SR = sHeetpeek

Communications (24 hours):

Office: (860) 449-8903 FAX: (860) 449—8860 Toll Free: 1 (800) 247-7746 5 2
F -
website: www.mysticair.com e-mail:magc2 @aol.com ENCLOSURE 5PAGE_ o
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Door

Door Casing

Aus7-? hohe A

Wall

7

Ves

e

A

Sheg? h%’h

Ceiling

Baseboard

Partition

Window Weill

Window Sill

Window Sash

Window Casing

Door

Door Casing

Wall

Celling

Baseboard

Partition
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< Mystic Air Quality Consultants, Inc. Inspection Date:
1204 North Road .
Groton, CT 06340

Room Surface Wall | Reading | Lead |Substrate| Paint |Substrate| Notes
or Area Tested Direction | (mgicm2)| Yes/No Condition|Condition
Tested (>0.9
mgl/em?2)
nl“f,h;/
Stairway | [weds fe  Isr 16 AL EL
Stairway stringer K e ¥ @ o ) T
Stairway riser 170 ] L 0 L
Stairway tread /Y, © 1Y e D s
Baseboard 3 10,5~ b3 - o s
Upper wall C 5 F~S A i P
Lower wall N é. vy ¥'=s S oy i =
Newel cap 6.0 [P b Z A
Newel post (0 y'sg Y, L £
Ceiling ‘ N A~ I L Z
Banister
Columns
Poct CaSir [ {7 - £ W s &
Doe [ &G e [ o) ol
C o ///1.,/4/ /ft,s £ /7 ‘/ 5 [ s L

Stairway stringer
Stairway riser
Stairway tread
Baseboard
Upper wall
Lower wall
Newel cap
Newel post
Ceiling
Banister
Columns
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- Mystic Air Quality Consuiltants, Inc. : Inspection Date:
1204 North Road

Groton, CT 06340 .
Room Surface Wall | Reading | Lead |Substrate| Paint [Substrate| Notes
or Area Tested Direction | (mg/cm2)| Yes/No Condition|Condition
Tested o (>0.9

mgl/em2)
Stairway | 0.7 Sf¢ 2w pe J

Stéirway stringer
Stairway riser V.ot v w i s
Stairway tread R 2/ W’ L i
Baseboard [ 7 ¢l > W e Z
Upper wall A oyl a7 <Y -~ L
Lower wall I9) A [ S A P £
Newe| cap )
Newel post
Ceiling ‘ () DU N/ SA L .
Banister ‘ Oy 2~ w’ D L
Columns
Windew il ¢ e ) yes nw D o
‘(/*r/du doer 7 ’ 15 J , 7 ~
wirdow  Sxs ¢ 17 F / ) i
Updowr Si LI C 19 ¢ 1Y L No) r

Dgor CAS {414 Yt (et AL a2 S =

Noor A ot 2 e = =

Stairway stringer
Stairway riser
Stairway tread
Baseboard
Upper wall
Lower wall
Newel cap
Newel post
Ceiling
Banister
Columns

cwosune b pace [0 o 14




Room

Surface

Wall

Test

Lead

Paint

Substrate

or Area

Tested

Direction

Resuit

Yes/No

Condition

Condition

Tested

(mg/ocm?2)

(>0.9

3 A 7]

ST

w bt OIS

Window Well

39 F

oo

Window Sill

Ve

Window Sash

Y

res

Window Casing

L

res

Door

2. 04

L)

Door Casing

(7.0

e

ShRisPPR

Wall

O. 2

/)

Ceiling

[ 2

A

Baseboard

A 7

{es

’/)u{;';f

06

A

\\‘»‘D S R RIR N

Window Well

Window Sill

Window Sash

Window Casing

Door

Door Casing

Wall

Ceiling

Baseboard

Partition

Window Well

Window Sill

Window Sash

Window Casing

Door

Door Casing

Wall

Ceiling

Baseboard

Partition

s lOBURE C?PA{;H: H o lL‘




Mystic Air Quality Consultants, Inc. Inspection Date:

1204 North Road
Groton, CT 06340

Substrate

Room Surface Wall Readin Lead [Substrate| Paint Notes
or Area Tested Direction | (mg/cm2)| Yes/No Condition|Condition
Tested (>0.9
mgl/em2)
Stairway | / 21 TAc lor o ped £
Stairway stringer 13 7. > Yol £ £
Stairway riser k%% 2 w /= A
Stairway tread iH. 0 res b ) £,
Baseboard A {1.0 7o) p - s
Upper wall p - Ve i P | -
Lower wall £ 10 [e5 Sh N Jan
Newel cap 15 ¢ 7es w Vi /-
Newel post 1.0 Y es o 0 /4
Ceiling J00 Ve SA ys /A
Banister 14,4 Ve w 0 Y
Columns
D e 0ol A% /1 /~ A
Nyt s /,«; N /91 7 s s i A -
Nuel /a) o 00 g w /) e
uat( Ad AL 3 2.7 res sk | F oy
Ferrsde| fod b 3l A
’ Stairway stringer
Stairway riser C o-oY Y no ya z
Stairway tread C 006 A% w’ P L
Baseboard ¢ 29 ¢ res [ i L
Upper wall c 000 A LA . Z
Lower wall C O 00 A4 T I il
Newel cap
Newel post
Ceiling :
Banister 000 L5 w D L
Columns
Quy (ug iy 04 il d {ps w” e £
Do I3 0.0 R P L

uoLosure b pace [ or [




. My\/stic Air Quality Consultants, Inc.

Inspection Date:

1204 North Road
Groton, CT 06340 ]
Exterior |Surface Wall Reading Lead |Substrate] Paint |Substrate] Notes
Area jTested Direction | (mg/cm2)| Yes/No Condition|Condition
Tested (>0.9
mg/cm2)
Exterior wall Pay 34— J£ [ O -
Under siding '
Corner Board Sy N 7 g o ) >
Threshold
Ext. Window sash | .~ 3+ ) ips e 5 "
Ext.Window sill /. ¢ ) Vol w’ ) )7
ExtWindow casing | /2 3 o V> v e S
Window Mullion
Door /> Lo~ % N pa -
Door casing £ -00 A% VP S~ £
Soffit A /6 3 Vo> | - D o)
Porch ceiling A 32y Y5 t/ L)) A
Rafter ‘
Upper Trim fr 17> 2 £ WZ2
Porch floor A b tes iy [9) s
Railing Caps [ (] & ¥ vs [ 2 A~
Lower Railing A oy | preg | s £ £
Ballisters 9 /6. 7 ves | ws » 6
Columns
Foundation
Abbreviation Key: Note about lead in Construction:.
Side of Building NP = Not painted OSHA requires health &
A=Front | ' NA = Not accessible safety plans, PPE,
B=Next clockwise NT = Not tested work practice being monitored
C-Back | for employee exposure despite
D=Next clockwise levels of lead in paint prior to
work.
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"~ Mystic Air Quality Consultants, Inc.
1204 North Road
Groton, CT 06340

Inspection Date:

Exterior |Surface Wall Reading Lead |Substrate] Paint Substrate] Notes
Area |Tested Direction | (mg/cm2)| Yes/No Condition|Condition
Tested (>0.9
mg/cm2)

Exterior wall o) Hq9 L Voo | W ) D

Under siding

Corner Board

Threshold

Ext. Window sash N e o> w” X)) N

Ext.Window sill n lir. ¥ 705 e /) s)

ExtWindow casing A 17« Vs - o) )

Window Mullion -

Door

Door casing

Soffit 0 16 y— 7ds Ly~ D »)

Porch ceiling

Rafter

Upper Trim D)

Porch floor D 0 0( A W 0 pa

Railing Caps 0 |3.2% v.os w D s

Lower Railing (8] 12-4 ] n D

Ballisters /) [ l 18] 17

Columns D 24 J \ ) D

Foundation O 0,27 g Brits Vo) )

Low o w Tromn D i~y | fes w/ ) 8

sTan _77elk o 2 og UG [ o £
Abbreviation Key: ’ Note about lead in Construction:
Side of Building NP = Not painted OSHA requires health &
A=Front I ' NA = Not accessible safety plans, PPE,
B=Next clockwise NT = Not tested work practice being monitored
C-Back I for employee exposure despite
D=Next clockwise levels of lead in paint prior to

work.
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